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MAX 20 AMPS PER ELEMENT

CONNECTIONS TO BE
MADE IN J-BOX
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MAX 20 AMPS PER ELEMENT
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MADE IN J-BOX
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noTEs: 
·  Replace L2 with Neutral for 120 & 277 VAC Applications 
·  Two single pole single throw (SPST) switches
·    Recommended not to exceed: 
120 VAC = 1,800 watts max per switch 
208/220 VAC = 3,000 watts max per switch 
240/277 VAC = 4,000 watts max per switch

·  20 amps max per pole


